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FINISH PLAN GENERAL NOTES
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SEE REFLECTED CEILING PLANS FOR SOFFIT LOCATIONS AND HEIGHTS.D.

PROVIDE A FLUSH TRANSITION WITHOUT THE USE OF A REDUCER STRIP AT
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VINYL TILE MEET.  OTHERWISE, PROVIDE APPROPRIATE FLOORING
TRANSITION REDUCER STRIPS AS NEEDED (CENTER UNDER DOOR AT DOOR
LOCATIONS).
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WOOD GRAIN DIRECTIONS FOR RESILIENT SHEET FLOORING AND SOLID VINYL
TILE SHOULD BE INSTALLED IN AN EAST-WEST DIRECTION TO THE BUILDING.

INSTALL CORNER GUARDS (CG-) DIRECTLY ABOVE WALL BASE.

PAINT CEILINGS/BULKHEADS (P7) UNLESS NOTED OTHERWISE.  SEE ROOM
FINISH SCHEDULE.

PAINT METAL DOORS AND FRAMES (P10).

E.

F.

G.

H.

I.

J.

KEYPLAN

N
O

R
T

H

BUILDING
REMODEL

BUILDING
ADDITION

EXISTING
BUILDING

08/06/2012

Copyright TSP, Inc. 2012

CONSULTANTS:

Drawing Number

Drawing Title

1

A

TSP, Inc.

1112 N. West Ave,
Sioux Falls, SD 57104

phone: (605) 336-1160
fax: (605) 336-7926
www.teamtsp.com Date Checked Drawn

Project Number

Building Number

Project Title

Location

ARCHITECTS/ ENGINEERS:

Approved: Project Director

Office of
Construction
and Facilities
Management

Dwg. of

Department of
Veterans Affairs

C

D

E

F

B

A

C

D

E

B

F

2 3 4 5 6 7 8 9

1 2 3 4 5 6 7 8 9

VA FORM 08-6231

FULLY SPRINKLERED

RPA Design
Suite 500.
Charlotte, NC 28210
Phone 704-887-3500
Fax 704-887-3507

8/
30
/2
01
2 
3:
49
:1
4 
P
M

C
:\T
S
P
 R
ev
it 
Lo
ca
l F
ile
s\
04
10
08
57
_V

A
_A

12
_C

en
tr
al
_o
ba
ka
eo
.r
vt

VA Medical Center
2501 W. 22nd Street, PO Box 5046
Sioux Falls, SD 57117-5046

2ND LEVEL FINISH PLAN

5-IN102

100% CONSTRUCTION DOCUMENTS

Acute Inpatient Medical Unit Addition
and Renovation

Sioux Falls VA Health Care System

LAH08/06/12 LAH

438-369

48 123

5

 1/8" = 1'-0"1
SECOND LEVEL FINISH PLAN

MARK REVISION DESCRIPTION DATE


